Table 6-3 Recommended Capital Improvement Projects

osh Jeve it .  $3,000,000 N/ 1 Ongoing project currrently in preliminary design stage ~
New Water Storage Tank $ 1,370,000 2 Required to meet fire flows. Still required to meet fire flows if additonal wells are added to the system based on a safe
pumping capacity basis

F2 “Sewall Pu SttroUpgrade $ 2
s2 NewWell Developmentf(Tucker) - ' $ 4 2 ;Needed fo meet safe puplng capacrty and reduce demand on Plarns Aqunfer wells whlch have seen observed past low

. statrcwaterlevels .

WaterStorageankault Imprvements -
South Main St (to Gerry Ave) &elgho - -

P1  South Main St (Between Wadleigh Falls Rd & Railroad St)

P6 ‘ Cross country mam from G II Tnk to Rt108 -

210,000

1
Ipoesserceto Hrgh School and Mrddle School
1

Necessary improvement to realize the benefit of a new tank. =
Recommended pro; ct completed as part of tank upgrade

‘atHllIankto carwash) - " T toeallzethebeneftofawtankRecommendedprOJect completedaspartof tank upgradev

P8 .Exeter Rd (Great Hill Tank to ForbesRd) $§ 791,000 10 5 Necessary improvement fo realize the benefit of a new tank. Recommended project completed as part of tank upgrade

6

P10 Beech St Extension (to Pine St) - $ 306,000 11 7 Strengthens distirbution system, addresses low fire flows and aged pipes
$ 8
$ 9

P11 Hersey Lane & Mclntosh Well Connector 1,776,000 11 Strengthens distirbution system, addresses low fire flows and aged pipes
P8  PackerFalls Rd (South Main St to Elm St) 641,000 14 Strengthens distirbution system, addresses low fire flows and aged pipes

Candldate for clean and Ilnlng for an estiamted 25% capital cost savings

- 00— 7R — o systom. addrasses Tow fre Tows and aged pipes
P7 Grant Rd (Wadleigh Falls Rd to Brialla Circle) $ 465000 @ 14 v 11 Strengthens distirbution system, addresses low fire flows and aged pipes
P12 North Main St (Sanborn to Dame and Bay Rd) $ 281,000 17 13  Strengthens distirbution system, addresses low fire flows and aged pipes
P14 Pipest - -  $ 128,000 Az 14 Strengthens distirbution system, addresses low fire flows and aged pipes
P15 New Road $ 281, 000 17 15 Strengthens distirbution system, addresses low fire flows and aged pipes
P16 ~ Bay Rdand Dame Rd $ 293000 17 16 Strengthens distirbution system, addresses low fire flows and aged pipes

- Candidate for clean and lining for an estiamted 25% capital cost savings




